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SECTION 10 
 
10.10 EASEMENT WIDTH REQUIREMENTS: 
 
 The easement width requirements in Chapter 5 and 9 do not apply to the installation of 
24 inch and larger water transmission mains (conduits). The adequacy of the width and 
alignment of dedicated public road easement and Denver Water easement shall be determined 
on an individual basis by Denver Water. 
 
 




